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IMPORTANT 
 
Status units with controls 
 
All status units with controls have end of line resistors 
built into the circuit board.  
These are labeled R1 (for Manual Release) and R2 
(for Mode Select). 
 
If more than one status unit with controls is fitted to 
the control panel then to achieve correct open circuit 
line monitoring, the end of line resistors (R1 and/or 
R2) must be removed from all units except for the last 
one fitted. The resistors can simply be snipped from 
the PCB with small cutters and discarded. 
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