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Taktis 
Initialisation after Configuration update  

 
 
 
The Taktis control panel is configured using the Loop Explorer 2 (LE2) configuration software 
program. A single LE2 configuration file is used per network of Taktis panels. When the LE2 
configuration is complete, it is transferred into the Taktis control panels either by using a USB-
A to USB-B transfer lead or by an XML file stored on a flash drive plugged into the panel USB-A 
port.  
 
Each panel on a Taktis network will store unique information associated with that panel as well 
as common information that applies to all panels on the network. Unique information includes 
device addresses, device types, location messages and zone allocations. Common information 
includes zone location messages, network parameters and cause & effect information. This 
configuration information is stored on the Taktis display card. 
 
After a configuration transfer to the panel, part of the configuration is transferred internally to 
the loop cards. Following the update, the panel starts an initialisation procedure (soft restart). 
The contents of the volatile memory and processor status could be partially dependent on 
activity prior to this soft restart. 
 
Whilst this should not be necessary, it is highly recommended to perform a hardware reset 
following a config update which forces the processors and volatile memory to initialise from 
scratch and a known state. 
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