
CALIFORNIA DEPARTMENT OF FORESTRY & FIRE PROTECTION
OFFICE OF THE STATE FIRE MARSHAL

FIRE ENGINEERING & INVESTIGATIONS DIVISION
BUILDING MATERIALS LISTING PROGRAM

 
LISTING SERVICE

LISTING No.: 7165-2298:0509

CATEGORY: 7165 - FIRE ALARM CONTROL UNIT (COMMERCIAL)

LISTEE: Kentec Electronics LTD Units 25-27 Fawkes Avenue, Questor, Dartford, DA1 1JQ United 
Kingdom, GBR
Contact: Turner, Ray 01322222121 
Email: ray.turner@kentec.co.uk

DESIGN:
“Sigma ZXT UL” Series releasing panels. Models K122311XM2GY04, 
K122311XM2RD01, K126311XM3GY04, K125311XM3GY04, K126311XM3RD01 and 
K125311XM3RD01 differ in power supply, enclosure, and color. For local and releasing 
services in indoor dry locations.

System Components:

S2027: End of line Resistor

S2029: End of line Diode

S2051: Trigger Resistor

S588ZUL: Ancillary Board

K931000M8GY04, K931000M8RD01, K931100M8GY04, K931100M8RD01: Status 
Units

Refer to listee's data sheets for additional detailed product description and operational 
considerations.

RATING:
K122311XM2GY04, K122311XM2RD01: Primary Input: 110 - 240 Vac; Secondary: 24 
Vdc, 7 Ah battery

K126311XM3GY04, K126311XM3RD01: Primary Input 115 Vac; Secondary: 24 Vdc, 18 
Ah battery

K125311XM3RD01, K125311XM3GY04: Primary Input 230 Vac; Secondary: 24 Vdc, 18 
Ah battery

INSTALLATION:
In accordance with listee's printed installation instructions, NFPA 72, applicable codes 
and ordinances and in a manner acceptable to the authority having jurisdiction.

MARKING:
Listee's name, model, electrical rating, and UL label.

APPROVAL:
Listed as releasing control units for use with listed compatible indicating and initiating 
devices. Models comply with the applicable requirements in UL 864, 10th edition. Refer 
to manufacturer’s Installation Manual for details.

NOTES:
For Fire Alarm Verification Feature (delay of fire alarm signal), the maximum 
Retard/Reset/Restart period shall not exceed 30 seconds.

06-19-26 MH

This listing is based upon technical data submitted by the applicant. OSFM Fire Engineering staff has reviewed the test 
results and/or other data but does not make an independent verification of any claims. This listing is not an 
endorsement or recommendation of the item listed. This listing should not be used to verify correct operational 
requirements or installation criteria. Refer to listee's data sheet, installation instructions and/or other suitable 
information sources.

Date Issued: 07/02/2026 Listing Expires: 06/30/2027

Authorized By: Michael Huang, Program Coordinator
                      Fire Engineering & Investigations Division
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